MCHO – A new indicator for insulation conditions in transmission lines  by Negrão, Martin Max L.C. et al.
Electrical Power and Energy Systems 53 (2013) 733–741Contents lists available at SciVerse ScienceDirect
Electrical Power and Energy Systems
journal homepage: www.elsevier .com/locate / i jepesMCHO – A new indicator for insulation conditions in transmission
lines0142-0615 2013 The Authors. Published by Elsevier Ltd.
http://dx.doi.org/10.1016/j.ijepes.2013.05.052
q Thanks to Eletronorte for funding through the On-line Monitoring Project for
transmission lines, from which all actual data analyzed in this study were collected.
⇑ Corresponding author. Tel.: +55 093 92024637; fax: +55 093 21014956.
E-mail address: paularenatha@hotmail.com (P.R.N.DA Silva).
Open access under CC BY-NC-SA license.Martin Max L.C. Negrão a, Paula Renatha N. da Silva b,⇑, Cristiane R. Gomes c, Hermínio S. Gomes c,
Petrônio Vieira Junior a, Miguel A. Sanz-Bobi d
a School of Electrical Engineering, Institute of Technology, Federal University of Pará, Avenida Augusto Corrêa, 1, 66075-900 Belém, Brazil
b Institute of Engineering and Geosciences, Federal University of West Pará, Rua Vera Paz, S/N, 68035-110 Santarém, Brazil
c School of Mathematics, Institute of Exact and Natural Sciences, Federal University of Pará, Avenida Augusto Corrêa, 1, 66075-900 Belém, Brazil
d Pontíﬁcia Comillas University, ICAI School of Engineering, Institute for Technological Investigation, Alberto Aguilera, 23, 28015 Madrid, Spain
a r t i c l e i n f o a b s t r a c tArticle history:
Received 15 December 2012
Received in revised form 30 April 2013






Detection and diagnosisConventionally monitoring operating conditions of a power transmission line is accomplished by periodic
inspections along this line. This monitoring allows corrective maintenance by ﬁnding faults during the
inspection. But in more efﬁcient maintenance, predictive techniques that are characterized by real-time
monitoring should be employed. Such predictive techniques allow for verifying the working status of the
line by using normal working models to detect faults and fault models for diagnosis. This paper presents a
study that used a mathematical model appropriate for application to predictive maintenance of transmis-
sion line segments at low cost, without the need for sensors distributed along the line, and presenting a
new indicator of transmission line operation conditions. By tracking the leakage current of transmission
lines, this model allows for estimating the current line insulation status. Once the current line insulation
status is known, it is possible to compare it against other future status and verify the progress of the insu-
lation conditions of that line. The model uses a new indicator, called MCHO, which can detect and diag-
nose both normal and abnormal operating conditions of a power transmission line. This new indicator is
the capacitance of the harmonic frequencies of the transmission line leakage current. The model was val-
idated through measurements obtained on a stretch of transmission line.
 2013 The Authors. Published by Elsevier Ltd. Open access under CC BY-NC-SA license.1. Introduction
The pollution from insulators, vandalism, ﬁres, urban encroach-
ment by building on the right of way of the line can cause faults
and resultant outages in transmission lines (TLs). These events
can reduce the level of isolation of the line, causing an increase
in its leakage current (IL). The evolution of these events is gradual,
which presumes the possibility of observing these developments
up until the occurrence of the fault. Added to these events has been
the phenomenon of aging and natural wear of the line that must be
considered when checking the level of isolation thereof. There are
methods for real-time detection of faults in TLs, some analyze the
line voltage and current, observing the phase between them for
locating faults [1]. Other methodologies analyze the characteristicsof voltage and current phasors to estimate the state of the trans-
mission lines [2,22]. There are some methods that analyze tempo-
ral samples of the voltage and current for measuring the
impedance of the transmission line and allow the use of systems
for estimating the location of faults [3]. These methods, however,
do not have the power to estimate the state of insulation of the
transmission line nor predict a fault. On the other hand, work such
as that of [4] observed the change in the behavior of IL in the occur-
rence of ﬂashover. Other works such as [5,6], found that through
the harmonic decomposition of the leakage current in contami-
nated insulators, there is a maximum level of magnitude for certain
frequencies, and they signal the malfunction of the insulation.
Kanashiro (1996) [7]included in his article the climatic effects
added to marine and industrial pollution. In these latest studies
it has been found that monitoring the insulation or operating con-
ditions of a TL may be performed through observation of the IL cur-
rent. This paper uses this ﬁnding to develop models to be
employed in the detection and diagnosis, thus, to allow for devel-
oping a predictive and automatic protection methodology in TLs.
This article presents a proper model aimed at the detection and
diagnosis of fauls in TL by analyzing the IL. Through this model, a
new indicator of the state of operation of TL’s, able to characterize
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pect that is inﬂuenced by natural wear of a TL is its load carrying
capacity and therefore the ﬁnancial return it can offer. Currently
this TL wear is estimated. With the characterization of the operat-
ing conditions of the power line, real wear can be considered in cal-
culating the ﬁnancial return of a TL.Fig. 2. Method of detection and diagnosis with residuals generated by dynamic
models of fault modes.2. Development of an adequate detection and diagnosis model
The methods for fault detection applied to continuous monitor-
ing and associated with time, enable developing methods to pre-
dict faults [8,9]. The detection of faults for prediction should
compare, continuously and in real time, the normal system behav-
ior with actual behavior, as suggested by Fig. 1. The signal resulting
from this comparison is called a residual. For diagnosis, signal pat-
terns of failure modes and the signals of the residual can be used,
as suggested by Fig. 1.
To use this methodology, the use of normal operation and fail-
ure mode models is necessary.
2.1. Models for detection and diagnosis problems
The model to be obtained through the studies presented in this
article, is to be employed in the detection of incipient fault by mod-
el-based method. This method is based on parametric or non-para-
metric analytical models, with a precision which allowed
performing an analytical redundancy [10]. According to [12] the
analytical redundancy is based on the comparison between actual
measurements and signals generated by a mathematical model of
the system. The analytical model of the behavior of failure modes
for the inputs of the system and the fault detection and diagnosis
is performed by checking the residual, as shown in Fig. 2. The resid-
ual is the difference found between the actual measurements and
those calculated by the model [11]. A signiﬁcant residual does not
always represents a failure, it might be unexpected behavior which
can be described by correlating the model parameters. If this cor-
relation is lost, then it is because a new element was introduced
into the system.
Obtaining the residual is the ﬁrst step for detecting a failure. A
second step is to check whether or not this residual represents a
failure. In the second step, the information from the residual can
have a signature representing a pattern associating the residual
signal with the cause of the fault and its location. From the forego-
ing, one can see the great importance of having a mathematical
model of normal operation representing the system analyzed with
a high degree of accuracy.
2.2. Identiﬁcation of the signal for obtaining the residual in detection
and diagnosis problems applied to TL’s
It was described in the introduction that monitoring the insula-
tion of operating conditions of a TL can be performed by observing
the IL. Moreover, according to [13], the capacitance associated with
a resistance represents the TL dielectric losses, i.e. losses repre-Fig. 1. Fault detection method using a normal operation model and the system fault
modes.sented by IL, since it normally passes through the insulators. In
other words, the behavior of IL is directly linked to the value of
the capacitance of the line. In the detection of faults in transmis-
sion lines proposed in this paper, the residual is the result of the
comparison of the measured IL signal with the IL signal obtained
by the mathematical model of normal TL operation. This compari-
son allows for detection. The diagnosis can be obtained through the
comparison against the fault models. On the other hand, the capac-
itance of a TL varies with environmental variables (EV’s) and hence
the behavior of IL as well. Therefore, for the development of the
mathematical model of normal LT is necessary to characterize
the IL also in relation to the EV’s (temperature, relative humidity).
This paper does not develop detection and diagnosis. It presents a
promising detection and diagnosis tool.
2.3. Characterization of IL
The experimental determination of IL is calculated using the
theory of Gaussian surfaces. This theory holds that the algebraic
sum of the current entering and leaving a closed surface is equal
to zero [14]. On a TL section, this theory applies as shown in
Fig. 3. This means that when monitoring a stretch of TL, its IL can
be obtained from the vector sum of the output and input currents
of this stretch.
IL ¼ IGuamaSS  IUtingaSS ð1Þ
In the literature, some methodologies are presented to determine
the IL in insulators or lightning arresters. However, cannot be found
concerning the determination of IL in a section of TL [21,23,24].
For monitoring of electrical and environmental variables, power
analyzer and Remote Weather Station (RWS) was installed at each
end of the monitored TL. The measurements performed by the ana-
lyzers are synchronized via GPS and every second. The RWS mea-
surements are performed every 20 min. All these equipments are
connected to the intranet of the company responsible for that sec-
tion of the monitored TL. The database is built in real time with the
aid of a personal computer (as shown in Fig. 4), equipped with a
Core2Quad 2.0 GHz processor with 2 Gb RAM memory. The pro-
cessing time for determining the IL measured in the TL and the IL
calculated by the model is approximately 2 min and 10 s.
2.4. Capacitance and EV’s – Experiment
The EV’s that most inﬂuence the capacitance of the TL are: Tem-
perature (Tamb), relative humidity (Uair) and wind speed (Swind). To
investigate the behavior of the capacitance with environmental
variation, an experimental bench was constructed. A photographic
record of this bench is shown in Fig. 5, whose schematic diagram is
shown in Fig. 5.
Fig. 3. Application of Gauss’ theorem for closed surfaces for a stretch of transmission line.
Fig. 4. Maintenance room for the transmission line, where the data collected from
the power analyzers and RWS is gathered.
Fig. 5. Test cube.
Fig. 6. Electrical schematic of the test cube for determination of the permittivity.
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capacitance is connected in series with a resistance (R). The coaxial
capacitor is installed in a cube of acrylic, called the test cube, where
the environmental conditions (ambient temperature, relative
humidity and wind velocity) are controlled. According to the dia-
gram (Fig. 6), the current through the capacitor is measured indi-
rectly by reading the voltage V2 at the terminals of the resistor R.
Measurements are performed for various voltage levels and differ-
ent conditions for Uair, Tamb and Swind. Temperatures Tamb1 and Tamb2are measured at the input and output of the coaxial capacitor. The
temperature Tamb3 is taken together with the measurement of wind
speed Swind.
The tests were guided, maintaining two environmental vari-
ables ﬁxed and systematically varying the remaining EV. This is
for various voltage levels V3. The temperature intervals were
approximately 35–50 C. The interval for relative humidity was
50–90%. The voltage levels were 600 V–10 kV. The tests were
grouped in spreadsheets that served to look into capacitance
behavior in relation to the EVs. The behavior of the environmental
variable wind speed is constant with respect to the capacitance
and hence was not considered in the modeling. Therefore, the
EV’s employed were only Tamb and Uair. These results are consistent
with the work of [18], which determined the relationship of the
Corona effect with Tamb and Uair, and [15,16] who investigated
the effects of Uar in IL in TL’s. The behavior of the capacitance with
variation in temperature, relative humidity and voltage can be ob-
served in Figs. 7 and 8. It is possible to approximate the curves dis-
played in the ﬁgures by second order polynomials for the
capacitance behavior in relation to the environmental variables
temperature and relative humidity.
2.5. Extrapolation of the capacitance for the voltage levels of the TL
Through numerical extrapolation, the capacitance values with
respect to the EV’s for up to 230 kV (voltage level of the stretch
of TL analyzed) were obtained. This is how the graphs shown in
Figs. 9 and 10 were obtained, together with the Eqs. (2) and (3)
regarding the capacitance as a function of Tamb and capacitance
as a function of Uair, respectively.
CðTambÞ ¼ 8:9042 1012T2amb  4:4181 1010Tamb
þ 1:5693 108 ð2Þ
Fig. 7. Behavior of the capacitance with ambient temperature and voltage, with a linear approximation by a second order polynomial.
Fig. 8. Behavior of the capacitance with relative humidity and voltage, with a linear approximation by a second order polynomial.
Fig. 9. Behavior of the capacitance in relation to temperature, determined through
extrapolation of data.
Fig. 10. Behavior of the capacitance in relation to relative humidity, determined
through extrapolation of the data.
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temperature.
CðUairÞ ¼ 8:3261 1013U2air  1:4097 1010Uair þ 1:6145 108
ð3ÞIn which C(Uair) – capacitance as a function of humidity.
As the mathematical model allows only one equation that con-
siders the effects on capacitance relative to EV’s. Eq. (4) has been
developed that includes the effects of both EV’s simultaneously
in the capacitance.
CðUair; TambÞ ¼/ CðTambÞ þ bCðUairÞ ð4Þ
Fig. 11. Insulation schematic.
Fig. 12. Equivalent electrical circuit for the mathematical model adopted.
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and Temperature, / – adjustment constant corresponding to tem-
perature, b – adjustment constant corresponding to humidity.
The constants a and bwere arbitrarily determined in order to ﬁt
better by approximating the capacitance value measured by the
test cube, in this way the values of a and b obtained are 0.5076
and 0.5093 respectively, from which Eq. (5) can be written.
CðTamb;UairÞ ¼ 0:5076  ð8:9042 1012T2amb  4:4181
 1010Tamb þ 1:5693 108Þ þ 0:5093
 ð8:3261 1013U2air  1:4097 1010Uair
þ 1:6145 108Þ ð5ÞFig. 13. Mathematical model used for repres2.6. Determination of the values for the parameters R, L and C of the
mathematical model
The model was based on data the constructive from the three-
phase Guamá–Utinga TL (between the Guamá substation and the
Utinga substation), located in the Amazon region of Brazil, operat-
ing at 230 kV, with an approximate length of 20 km and containing
50 towers. The matrix method [13] was used to calculate the
parameters R, L, C. The calculation of these parameters for the TL
studied can be seen in [17] where it was obtained:
R ¼ 1:0955 X L ¼ 0:07525 H C ¼ 116;767 nF2.7. Mathematical model of the TL is an equivalent electrical circuit
The insulation of a TL can be characterized by a combination of
resistance and capacitance, which can be called capacitance of
insulation, as in Fig. 11. The IL of TL’s travels this combination. So
the IL depends on the state of the line insulation.
In this case the IL is the contribution of the current crossing the
insulator (IC) and the current passing along the surface of the insu-
lator (IRC), namely:
IL ¼ IC þ IRC ð6Þ
The mathematical model of Gary and Skilling-Umoto [20], shown in
Fig. 12, is employed to represent the TL, where the TL insulation was
shown in Fig. 10. The detection and diagnosis of incipient faults in
the insulation of TL’s are checked at frequencies between 120 Hz
and 3 kHz, so despite the model presented, incorporating this Cor-
ona effect will not be checked because it is perceived at frequencies
between 2 MHz and 20 MHz [18,19].
The mathematical model in blocks by the tool Simulink/Matlab,
is represented in Fig. 13, where each block represents a tower. This
conﬁguration, which employs several towers, allows for locating
the fault in the TL [21].
The models found in the literature are not used in the detection
and diagnosis of transmission lines; for that reason, it is not possi-
ble to compare the results.
The capacitance parameter was determined considering the ef-
fects of soil and grounding as described in [17]. The capacitanceenting the TL done in Simulink/Matlab.
Fig. 14. Superposition of the waveforms of the measurement (black) and calculated
by the mathematical model (grey).
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iﬁcation below (Eqs. (7) and (8)). This value has been adjusted to
incorporate the inﬂuences of EV’s.
IC2 ¼ C2ðTamb;UairÞdV2dt ð7Þ
IC1 ¼ C1ðTamb;UairÞdV1dt ð8Þ2.8. Resultados de Simulação simulation results
The curves shown in Figs. 14 and 15 describe the behavior of IL
without considering the EV’s. To facilitate visualization, only one ofFig. 15. Harmonic decomposition of the IL measurement (black) by the instruments
Fig. 16. Mathematical model used to represent the TL, considethe three phases of the TL is shown. Fig. 14 shows the overlap be-
tween the waveforms of IL measured, in black, and calculated by
the model, in grey.
There was a large difference found in the peak value of IL of
approximately 6 A. Using the Mean Squared Error (MSE) it has an
error of approximately 0.8.
Fig. 15 represents the decompositions of harmonic components
(HDC) of IL measured (black) and calculated by the model (grey).
It was found that the difference in magnitudes of all frequencies
was approximately 0.1, which represents a large error. The im-
proved approximation between the curve obtained by measure-
ment and that obtained by the model is achieved when
introducing the EV’s. This introduction of the EV’s into model can
be seen in the block diagram of the simulation, shown in Fig. 16,
by inclusion of the blocks Tamb and Uair and making the block of
the insulation capacitance a function of the environmental vari-
ables, C(Uair, Tamb) responsible for correlating EV’s and Capacitance.
Considering the adjustment of the capacitance as a function of
the EV’s, a MSE close to 0.05 (see Fig. 17) was obtained. A decrease
in the value of Total Harmonic Distortion (THD) as shown in Fig. 17
was also observed.
In Fig. 18 we can see the HDC of IL measured (black) and IL cal-
culated by the mathematical model (grey), taking into account the
environmental effects of Tamb and Uair.installed in the Substations and the IL calculated (grey) by mathematical model.
ring the environmental effects, done in Simulink/Matlab.
Fig. 17. Superposition of the waveforms of the IL measurement (black) and
calculated by the mathematical model (grey).
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HDC changed little, maintaining a large error, around 0.1. Signaling
for a speciﬁc study of the EV’s in the frequency domain.Fig. 18. Harmonic decomposition of the IL measurement (black) by the instruments instal
adjustment in the capacitance.
Fig. 19. Ambient temperature contribution
Fig. 20. Relative humidity contribution fo2.9. Detection and diagnosis
One reason for the big difference between the measured and
calculated magnitudes of the HDC of IL are probably that the inﬂu-
ences of the EV’s are different for each harmonic [15]. PCA was
used to obtain the magnitude of these inﬂuences for each har-
monic. This simple multivariable statistical method can be used
for data compression and dimensionality reduction, feature extrac-
tion and data projection. In this article it was used in determining
which harmonics are more affected by temperature and relative
humidity.
Fig. 19 shows the contribution of each harmonic of IL to temper-
ature variation.
It can be seen that up to the 23rd harmonic there is 96.7% of the
complete information, i.e. these are the harmonics that contributeled in the Substations and the IL calculated by the mathematical model after the ﬁrst
for each harmonic of the HDC of the IL.
r each harmonic of the HDC of the IL.
Fig. 21. Electrical circuit diagram used for adjustment of the insulation capacitance
due to the VA’s through the individual contribution of each harmonic in the IL.
Fig. 22. Superposition of the waveforms of the IL measured (black) and calculated
by the mathematical model (grey), with adjustment of the insulation capacitance
due to the VA’s and individual contribution of each harmonic in the IL.
740 M.M.L.C. Negrão et al. / Electrical Power and Energy Systems 53 (2013) 733–741most to the value of capacitance due to temperature variation.
Fig. 20 is the distribution of each harmonic of IL for variation in rel-
ative humidity.
After determination of the magnitudes that each harmonic of
the HDC of the IL has due to the EV’s, these results are used in
the model by applying the superposition theorem. This Theo-
rem allows for deﬁning a model whereby each nth frequency (n)
of each harmonic contributes as an individual electrical circuit
(n), as shown in Fig. 21. The result, considering all the harmonics
simultaneously, is obtained through the sum of each individual
contribution.
In Fig. 22, the waveforms of IL obtained from measurements
(black) and the mathematical model (grey) can be seen, with insu-
lation capacitance individually adjusted for each frequency, taking
the EV’s into account. In this ﬁgure the MSE was around 0.02, thus
an error much smaller than the previously presented.
Fig. 23 shows the harmonic decomposition of the IL measured
(black) and IL calculated by the mathematical model (grey), with
the insulation capacitance value individually adjusted for each fre-
quency taking the EV’s into account. This MSE was around 0.009.
It can be observed that the detection model succeeds in repro-
ducing both the waveform and the harmonic decomposition of
with a good degree of ﬁdelity. Through this methodology it isFig. 23. Harmonic decomposition of the IL calculated by the mathematical model, with ad
each harmonic in the IL.possible to reproduce the waveform of IL by the mathematical
model with an acceptable degree of accuracy for detection of incip-
ient faults. Where the determination of the model of normal oper-
ation must be obtained is through characterizing the operating
state at the time capacitance adjustments were characterized for
a given moment in the monitoring of the line. Therefore the model
of normal operation should evolve according to the operating sta-
tus of the TL. Thus this methodology allows verifying the degrada-
tion of the line in its normal operating state. So this model also
suggests a methodology for evaluating the efﬁciency of the line
based on its natural degradation and not the conditions at the time
of its installation and design data. Finally, adjustment of the capac-
itance for each harmonic frequency suggests that this is the iden-
tiﬁer of disturbances in the TL. In other words, this adjustment
could diagnose the cause of the incipient failure. With this, a
new indicator of the conditions of isolation that LT can be sug-
gested, which is the magnitude of the capacitance of the line in
adjusting the leakage current for each harmonic order, known in
this article as MCHO (Magnitude of the Capacitance by Harmonic
Order). The validation of the ﬁnding of this new indicator is the
subject of research still in progress.3. Conclusion
This study found that environmental variables inﬂuence speciﬁc
harmonics of the transmission line leakage current from the exper-
imental veriﬁcation of the correlation between capacitance and
environmental variables. The transmission line model used was
that of Gary and Skilling-Umoto who obtained good results for
fault detection for capacitance values dependent on the environ-
mental variations. The model is dynamic, since operating condi-
tions vary with the degradation of the insulation. That is, the
normal operating model of a TL evolves with time due to natural
wear. This model is suitable to the methodology for the detection
and diagnosis of incipient faults in a transmission line that seeks
the identiﬁcation of a normal model at a particular instant. That
is, this model allows checking when a fault condition becomes a
normal condition due to natural wear in the transmission line. This
reasoning can be extended to the failure modemodels to be used in
diagnosis. This model has, as a key advantage, continuous monitor-
ing that seeks the indication of normal operation and the failure
modes considering the natural wear on the TL, and thus character-
izing the conditions in which this line can be operated, contribut-
ing to the determination of the real remuneration of the
transmission line. Finally this paper contributes by suggesting a
new indicator of the conditions of the TL insulation, which is the
magnitude of the capacitance of the line in adjusting the leakagejustment of the insulation capacitance due to the VA’s and individual contribution of
M.M.L.C. Negrão et al. / Electrical Power and Energy Systems 53 (2013) 733–741 741current for each harmonic order, referred to in this article as MCHO
(Magnitude of the Capacitance by Harmonic Order).
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